State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008
Flood Control Project Maintenance
Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021
Knights Landing Ridge Drainage District
Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
it Levee Mile _ Source
Noy Category Item Location Comment -
Start | End Permits
137 0.00 0.26 Ditches Unlined Land Side Unlined ditch 5 to 10 feet from landside toe, 20 feet wide. USACEINSPECT
Entry Last Updated : 2/6/2020
2 0.00 0.00 Mark Boundary Crown Boundary between NA0O00O8 Unit 1 and ST0011 Unit 2. LEVEELOG
Entry Last Updated : 2/6/2020
81 0.00 0.00 Structure Pump Station Water Side Windmill is within 15 feet of the waterside toe. LEVEELOG
Entry Last Updated : 2/6/2020
153 0.01 0.01 Ramp Ramp Water Side Waterside fill access ramp, slightly cut into overbuilt USACEINSPECT
embankment.
Entry Last Updated : 2/6/2020
7 011 0.11 Ramp Ramp Water Side Ramp on the waterward slope to low water crossing (App. GEILEVEELOG
9303-KLRDD). 19101
Entry Last Updated : 9/21/2017
139 0.11 0.19 Revetment Rock Water Side Rock revetment on waterside shoulder, slope, and toe. LEVEELOG
Entry Last Updated : 2/6/2020 19101
1 0.15 0.15 Structure Pole - Utility Water Side Entry Last Updated : 2/6/2020 LEVEELOG
19101-1
4 0.5 0.15 Structure Pipe Section Water Side Pipe section under access road at bottom of ramps LEVEELOG
crossing channel. 19101-1
Entry Last Updated : 2/6/2020
3 0.15 0.15 Structure Weir Water Side Wallace Weir in channel. GEILEVEELOG
Entry Last Updated : 9/21/2017 19101
145 0.15 0.15 Structure Building Water Side Block house located on waterside crown. LEVEELOG
Entry Last Updated : 2/6/2020 19101
148 (0.16 0.16 Structure Pad Water Side Concrete pad with chain link fence and bollards on LEVEELOG
waterside of crown. 19101
Entry Last Updated : 2/6/2020
163 0.19 0.19 Ramp Ramp Water Side Ramp on waterside for access to Wallace weir. LEVEELOG
Entry Last Updated : 2/6/2020 19101
5 0.24 0.24 Aerial High Voltage Crossing Overhead power line crosses the levee (App. 11990- GEILEVEELOG
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PG&E).
Entry Last Updated : 9/21/2017

11990

Page 1 of 16




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits
6 0.25 0.25 UCIP Pipe Crossing DS_ID:19360 UCIPAPR2021
EP_NO: 9302 18987
Crossing Status: Found 9302
FIELD_STRUCT_DESC: *ABANDONED* 36-inch
corrugated metal drainage pipe through the levee, 27 feet
below the crown. Slide gate on the waterside (WS) end.
12-foot by 6-foot concrete box on the landside (LS) end.
(36-inch pipe [HLM 1.62] authorized under Automatic
Board Order (ABO) issued as Permit No. 9302, 1974 -
Barbara Lowe Elliott; 36-inch pipe abandoned by
removing ends and pumping pipe full of concrete under
Permit No. 18987, 2016 - Knaggs Ranch, LLC, care of
John Brennan). [Additional Reference(s): DWR Levee
Log, 1990. USACE Sacramento O&M Manual 127, June
1953, (Station 0+30)].
Entry Last Updated : 4/17/2021
164  0.45 0.45 Structure Standpipe Land Side 3inch 2 feet tall PVC irrigation pipe at LS toe LEVEELOG
Entry Last Updated : 10/11/2017
8 0.85 0.85 Ramp Ramp Water Side Waterside fill access ramp with pipe gate at crown and USACEINSPECT
fence for 50 foot stretch along waterside hinge (Permit 9303
9303).
Entry Last Updated : 2/6/2020
165 0.85 0.85 Gate Metal Water Side Gate on waterside ramp. LEVEELOG
Entry Last Updated : 2/6/2020
166 0.86 0.87 Fence Metal Water Side Metal fence along waterside shoulder. LEVEELOG
Entry Last Updated : 2/6/2020
168 (0.86 0.86 Structure Pump Station Land Side Pump structure on a concrete pad surrounded by chain LEVEELOG
link fence 20 feet from landside toe.
Entry Last Updated : 2/6/2020
167 0.86 0.86 Structure Other Water Side Channel crossing structure at waterside toe. LEVEELOG
Entry Last Updated : 2/6/2020
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

NAO008

Waterway

Bank

Unit Miles Inspector

Unit No. 01 Knights Landing Ridge Cut

Right

Dustin
Sanoski

6.36

Entry
No

Levee Mile

Start

End

Category

Item

Location

Comment

Source

Permits

0.87 0.87 UCIP

Pipe

Crossing

DS_ID:19361

EP_NO: 9302

Crossing Status: Found

FIELD_STRUCT_DESC: 20-inch steel irrigation pipe
through the levee, 8.8 feet below the crown. Pump on a
steel pile structure at the waterside (WS) toe. Siphon
breaker in a 12-inch steel riser on the landside (LS) slope.
Possible butterfly valve at the LS toe. (36-inch pipe
authorized under Automatic Board Order (ABO) issued as
Permit N0.9302, 1974 - Barbara Lowe Elliott). [Additional
Reference(s): DWR Levee Log, 1990. USACE
Sacramento O&M Manual 127, June 1953, (Station
32+94)].

Entry Last Updated : 4/17/2021

UCIPAPR2021
9302

0.87 0.87 UCIP

Conduit

Crossing

DS_1D:22967

EP_NO: 9302

Crossing Status: Found

FIELD_STRUCT_DESC: 2.5-inch electrical conduit of an
unknown material through the levee, 8.8 feet below the
crown. Provides service for pump at the waterside (WS)
toe. (36-inch pipe authorized under Permit No. 9302,
1974 - Barbara Lowe Elliott). [Additional Reference(s):
USACE Sacramento O&M Manual 127, June 1953].
Entry Last Updated : 4/17/2021

UCIPAPR2021
9302

85

169

10

170

0.87

0.87

0.88

0.88

0.87

0.87

0.88

0.88

Structure

Structure

Structure

Structure

Pump Station

Pole - Utility

Post

Pole - Utility

Water Side

Land Side

Crown

Land Side

Pump and steel structure located in channel, air vent on
landside slope and tanks located more than 15 feet from
toe (Permit 9302).

Entry Last Updated : 2/6/2020

Power drop pole within 15 feet of the landside toe.
Entry Last Updated : 2/6/2020

Gate posts on both shoulders, cable gate (App. 9303-
KLRDD).
Entry Last Updated : 9/21/2017

Power pole within 15 feet of the landside toe.
Entry Last Updated : 2/6/2020

USACEINSPECT
9302

LEVEELOG

GEILEVEELOG
9303

LEVEELOG

171

172

1.11

1.12

111

1.12

Structure

Structure

Other

Pole - Utility
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Land Side

Land Side

Windmill located on the landside shoulder.
Entry Last Updated : 2/6/2020

Power pole on the landside slope.
Entry Last Updated : 2/6/2020

LEVEELOG

LEVEELOG
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Entry
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13

1.13 1.13 Miscellaneou Landscaping

S

Land Side

Row of Walnut trees along landward berm. (App. 9683-
Bacchini).
Entry Last Updated : 9/21/2017

GEILEVEELOG
9683

12

1.13 1.13 Ramp

Ramp

Land Side

Ramp on the landward slope (App. 9305-Bacchini).
Entry Last Updated : 9/21/2017

GEILEVEELOG
9305

173

1.13 1.13 Gate

Metal

Land Side

Gate on landside ramp.
Entry Last Updated : 2/6/2020

LEVEELOG

174

1.13 1.13 Ramp

Ramp

Land Side

Ramp with gate next to ungated ramp on landside slope.
Entry Last Updated : 2/6/2020

LEVEELOG

14

1.13 1.13 Aerial

High Voltage

Crossing

Overhead power line crosses levee, pole on the waterside
shoulder (App. 9300-PG&E).
Entry Last Updated : 9/21/2017

GEILEVEELOG
9300

175

1.13 1.31 Fence

Barbed Wire

Land Side

Fence along landside shoulder.
Entry Last Updated : 2/6/2020

LEVEELOG

176

1.14 1.14 Structure

Pole - Utility

Water Side

Power drop pole on waterside of crown.
Entry Last Updated : 2/6/2020

LEVEELOG

16

177

178
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1.15 1.15 uCIp

1.15 1.15 Structure

1.26 1.26 Structure

Pipe

Pole - Utility

Standpipe

Crossing

Water Side

Land Side

DS_ID:19362

EP_NO: 9305

Crossing Status: Found

FIELD_STRUCT_DESC: @ath steel irrigation pipe (not 5-
inch referenced) sleeved through a field measured 12-inch
steel pipe (not 10-inch pipe referenced in LL) through the
levee, 5.8 feet below the crown. Pump at the waterside
(WS) toe. 36-inch concrete standpipe at the landside (LS)
toe. (10-inch pipe authorized under Automatic Board
Order (ABO) as Permit No. 9305, 1974 - Albert L.
Bacchini; 5-inch pipe authorized under Permit No. 6076,
1968 - Albert L. Bacchini, annular space grouted, 10-inch
and 12-inch size pipes referenced but only 12-inch
referenced in sketch). [Additional Reference(s): DWR
Levee Log, 1990, 10-inch pipe referenced. USACE
Sacramento O&M Manual 127, June 1953, (Station
47+00), 11-inch pipe referenced)].

Entry Last Updated : 4/17/2021

Power drop pole on waterside shoulder with control box.
Entry Last Updated : 2/6/2020

2 inch two foot tall hose bib and steel post on LS shoulder
Entry Last Updated : 10/11/2017

UCIPAPR2021
9305

LEVEELOG

LEVEELOG
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits
179  1.30 1.30 Gate Metal Land Side Gate on landside slope. LEVEELOG
Entry Last Updated : 2/6/2020
93  1.30 1.30 Ramp Ramp Land Side Landside fill access ramp (Permit 9305). USACEINSPECT
Entry Last Updated : 2/6/2020 9305
180 1.31 1.31 Structure Pole Land Side Pole for poison bait station on landside shoulder. LEVEELOG
Entry Last Updated : 2/6/2020
18 1.36 1.36 Aerial High Voltage Crossing Overhead high tower power line crosses levee. (App. GEILEVEELOG
9300-PG&E) 9300
Entry Last Updated : 9/21/2017
22 157 1.57 Ramp Ramp Water Side Ramp on the waterward slope. (App. 9655-Elliott) GEILEVEELOG
Entry Last Updated : 9/21/2017 9655
20 157 1.57 Ramp Ramp Land Side Ramp on the landward slope, access to paved County GEILEVEELOG
Road 17. (App. 9303-KLRDD) 9303
Entry Last Updated : 9/21/2017
24 157 157 Gate Metal Land Side Cross fence, metal pipe gate on landside ramp. (App. GEILEVEELOG
9303-KLRDD) 9303
Entry Last Updated : 2/6/2020
21 158 1.58 Aerial High Voltage Crossing Overhead powerlines cross levee. GEILEVEELOG
Entry Last Updated : 2/6/2020
23 159 1.59 Aerial High Voltage Crossing Overhead power line crosses levee, pole on the w/s GEILEVEELOG
shoulder to service pole on waterward slope. (App. 9300- 9300
PG&E)
Entry Last Updated : 9/21/2017
183 159 1.59 Structure Pole - Utility Land Side Power pole at landside toe. LEVEELOG
Entry Last Updated : 2/6/2020
184 159 1.59 Structure Pole - Utility Water Side Power drop pole on waterside slope. LEVEELOG
Entry Last Updated : 2/6/2020
185 159 1.59 Structure Pole - Utility Water Side Two poles on waterside slope, one power drop and one LEVEELOG
telephone pole.
Entry Last Updated : 2/6/2020
186 1,59 1.59 Fence Post & Cable Water Side Post and cable fence in disrepair on waterside slope. LEVEELOG
Entry Last Updated : 2/6/2020
Report Created : Monday, August 23, 2021 09:24 Page 5 of 16



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008
Flood Control Project Maintenance
Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021
Knights Landing Ridge Drainage District
Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits
25 159 1.59 Structure Pump Station Water Side App. 9302-Elliott; 24-inch steel pipe through the levee, GEILEVEELOG
5.9 feet below the crown. No visible control valves. Pump 9302
on pile structure in stream, staff gage on pump structure.
Surge tank at the waterside toe. Siphon breaker on the
landward slope. Disch
Entry Last Updated : 9/21/2017
27 159 1.59 Aerial Communications  Crossing Overhead telephone line crosses levee, pole on the GEILEVEELOG
waterward shoulder. (App. 9304-Continental Telephone) 9304
Entry Last Updated : 9/21/2017
26 159 1.59 UCIP Pipe Crossing DS_1D:19363 UCIPAPR2021
EP_NO: 939 9302
Crossing Status: Found 939
FIELD_STRUCT_DESC: 24-inch steel irrigation pipe
through the levee, 5.9 feet below the crown. 16-inch steel
pipe sleeved through this pipe. No visible control valves.
Pump on a pile structure in the stream. Siphon breaker on
the landside (LS) slope. Pipe discharges into a concrete
irrigation ditch off the LS toe. (24-inch irrigation pipe
authorized under Permit No. 939, 1943 - W. K. Lowe).
[Additional Reference(s): DWR Levee Log, 1990. USACE
Sacramento O&M Manual 127, June 1953, (Station
71+25)].
Entry Last Updated : 4/17/2021
19 160 1.60 Gate Metal Crown Pipe gate across levee crown. (KLRDD) GEILEVEELOG
Entry Last Updated : 9/21/2017
28 160 1.60 Ramp Ramp Land Side Ramp on the landward slope. (App. 9307-Lowe) GEILEVEELOG
Entry Last Updated : 9/21/2017 9307
187  1.64 2.67 Ditches Unlined Land Side Drainage ditch within 15 feet of the landside toe. LEVEELOG
Entry Last Updated : 2/6/2020
30 256 2.56 Ramp Ramp Land Side Ramp on the landward slope. (App. 9307-Lowe) GEILEVEELOG
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Entry Last Updated : 9/21/2017

9307
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008
Flood Control Project Maintenance
Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021
Knights Landing Ridge Drainage District
Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry Levee Mile . Source
NoO Category Item Location Comment :
Start | End Permits
32 258 258 UCIP Pipe Crossing DS_ID:19364 UCIPAPR2021
EP_NO: 9307 9307
Crossing Status: Found 9307-1
FIELD_STRUCT_DESC: 14-inch steel drainage pipe
through the levee, 5.4 feet below the crown. Pump house
on a pile structure at the landside (LS) toe. Siphon
breaker on the LS slope. Service pole and anchor at the
LS toe. (14-inch pipe [HLM 2.62] authorized under
Automatic Board Order (ABO) issued as Permit No. 9307,
1974 - Azalene E. Lowe; a 12-foot section of an existing
14-inch pipe on LS scheduled to be replaced and name
change under DRAFT Permit No. 9307-1, 2016 - Ann
Grube). [Additional Reference(s): DWR Levee Log, 1990.
USACE Sacramento O&M Manual 127, June 1953,
(Station 123+25)].
Entry Last Updated : 4/17/2021
188 258 2.58 Structure Pole - Utility Land Side Power drop pole at landside toe. LEVEELOG
Entry Last Updated : 2/6/2020
33 258 258 UCIP Culvert Crossing DS_ID:19391 UCIPAPR2021
EP_NO: 9307 9307
Crossing Status: Found
FIELD_STRUCT_DESC: 48-inch by 48-inch reinforced
concrete box drainage culvert through the levee, 23 feet
below the crown. Walkway to slide gate on the waterside
(WS) end. Concrete headwalls on both ends. Service pole
and anchor at the landside (LS) toe. Concrete headwalls
on both ends. (four foot by four foot culvert [HLM 2.62]
authorized under Automatic Board Order (ABO) issued as
Permit No. 9307, 1974 - Azalene E. Lowe). [Additional
Reference(s): DWR Levee Log, 1990. USACE
Sacramento O&M Manual 127, June 1953, (Station
123+55.5)].
Entry Last Updated : 4/17/2021
189 260 2.60 Structure Pole - Utility Land Side Power pole at landside toe. LEVEELOG
Entry Last Updated : 2/6/2020
35 265 2.65 UCIP Conduit Crossing DS_ID:19378 UCIPAPR2021
EP_NO: 15517 15517
Crossing Status: Indicator Found
FIELD_STRUCT_DESC: 8-inch steel natural gas pipeline
through the levee, 50 feet below the crown. (8-inch bored
under the levees and channel authorized under Permit
No. 15517, 1991 - Chevron U.S.A., Inc.). Design drawings
available in permit.
Entry Last Updated : 4/17/2021
11 2,66 2.67 Fence Metal Crown Fence on landside crown. LEVEELOG
Entry Last Updated : 2/7/2020
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry Levee Mile . Source
NoO Category Item Location Comment :
Start | End Permits
37 266 2.66 UCIP Pipe Crossing DS_ID:19384 UCIPAPR2021
EP_NO: 16929 16929
Crossing Status: Found
FIELD_STRUCT_DESC: 30-inch steel drainage pipe
sleeved with a 24-inch steel drainage pipe through the
levee, 4.7 feet below the crown. Pump on structure at
landside (LS) toe. (20-inch sleeved through 30-inch pipe
authorized under Permit No. 16929, 2000 - Joe Heidrick
Enterprises). No drawings available.
Entry Last Updated : 4/17/2021
190 2.67 2.67 Structure Pump Station Land Side Pump on steel tower at LS toe LEVEELOG
Entry Last Updated : 10/11/2017
39 267 2.67 UCIP Pipe Crossing DS_1D:19365 UCIPAPR2021
EP_NO: 9301 9301
Crossing Status: Found
FIELD_STRUCT_DESC: 1 of 2: 18-inch steel drainage
pipe through the levee, 6.4 feet below the crown. Siphon
breaker on the waterside (WS) slope. Pump house
mounted on concrete box in irrigation ditch at the landside
(LS) toe. (one 18-inch and one 24-inch pipes [HLM 2.7]
authorized under Automatic Board Order (ABO) issued as
Permit No. 9301, 1974 - Reclamation District No. 730).
[Additional Reference(s): DWR Levee Log, 1990. USACE
Sacramento O&M Manual 127, June 1953, (Station
128+00)].
Entry Last Updated : 4/17/2021
40 267 2.67 UCIP Pipe Crossing DS_ID:19392 UCIPAPR2021
EP_NO: 9301 9301
Crossing Status: Found
FIELD_STRUCT_DESC: 2 of 2: 24-inch steel drainage
pipe through the levee, 7.3 feet below the crown. Pump
house mounted on concrete box in irrigation ditch at the
landside (LS) toe. Siphon breaker in riser on the waterside
(WS) slope. (one 24-inch and one 18-inch pipes [HLM 2.7]
authorized under Automatic Board Order (ABO) issued as
Permit No. 9301, 1974 - Reclamation District No. 730).
[Additional Reference(s): DWR Levee Log, 1990. USACE
Sacramento O&M Manual 127, June 1953, (Station
128+00)].
Entry Last Updated : 4/17/2021
191 267 2.67 Structure Pump Station Land Side Pump house at landside toe. LEVEELOG
Entry Last Updated : 2/6/2020
15 267 2.68 Fence Metal Crown Fence on waterside crown. LEVEELOG
Entry Last Updated : 2/7/2020
34 2,67 2.67 Gate Metal Crown Cross fence, metal pipe gate. (App. 9303-KLRDD) GEILEVEELOG
Entry Last Updated : 2/7/2020 9303
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits
192 268 2.68 Structure Pole - Utility Land Side Power pole at landside toe. LEVEELOG
Entry Last Updated : 2/7/2020
42 268 268 UCIP Pipe Crossing DS_ID:19383 UCIPAPR2021
EP_NO: 13164 13164
Crossing Status: Not Found
FIELD_STRUCT_DESC: 4-inch coated steel natural gas
collection pipe through the levee, 2.8 feet below the
crown. Pipe attached to the downstream side of the
bridge. (4-inch gas collection pipe authorized under Permit
No. 13164, 1981 - Shell Oil Company). Design drawings
available in permit.
Entry Last Updated : 4/17/2021
17 2.68 2.68 Structure Guardrail Land Side Guardrail on landside. LEVEELOG
Entry Last Updated : 2/7/2020
29 2.68 2.68 Structure Guardrail Water Side Guardrail on waterside. LEVEELOG
Entry Last Updated : 2/7/2020
31 2.68 2.68 Structure Guardrail Water Side Guardrail on waterside. LEVEELOG
Entry Last Updated : 2/7/2020
36 2.68 2.68 Structure Guardrail Land Side Guardrail on landside. LEVEELOG
Entry Last Updated : 2/7/2020
38 268 2.68 Structure Bridge Crown County Road 16 crosses the levee, 4-feet below the crown GEILEVEELOG
elevation. (APP. 9310-Yolo Co.) Bridge across cut (Red 16661
Bridge), South Line of RD 730. 9310
Entry Last Updated : 2/7/2020
43 2,69 2.69 Fence Metal Crown Fence on waterside crown. LEVEELOG
Entry Last Updated : 2/7/2020
53 2,69 2.70 Fence Metal Crown Fence on landside crown. LEVEELOG
Entry Last Updated : 2/7/2020
41 269 269 Gate Metal Crown Cross fence, metal pipe gate. (App. 9303-KLRDD) GEILEVEELOG
Entry Last Updated : 9/21/2017 9303
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008
Flood Control Project Maintenance
Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021
Knights Landing Ridge Drainage District
Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits

46 270 2.70 UCIP Pipe Crossing DS_ID:19394 UCIPAPR2021
EP_NO: 8752 8752
Crossing Status: Found
FIELD_STRUCT_DESC: 1 of 2: 30-inch asphalt coated
steel drainage pipe through the levee, 3 feet below the
crown. Siphon breaker on pipe on the waterside (WS)
shoulder. Pump on a steel pile structure at the landside
(LS) toe. (Permit No. 8752, 1973 - Reclamation District
No. 730). Some design drawings available in permit.
[Additional Reference(s): DWR Levee Log, 1990. USACE
Sacramento O&M Manual 127, June 1953, (Station
129+75), replaced in 1973 under PN 8752].
Entry Last Updated : 4/17/2021

63 270 2.70 UCIP Pipe DS_ID:19366 UCIPAPR2021
EP_NO:
Crossing Status: Not Found
FIELD_STRUCT_DESC: *REMOVED* 1 of 2: 30-inch
steel drainage pipe through the levee, 8.4 feet below the
crown. Siphon breakers on pipe. Pump in corrugated
metal pump house mounted on concrete box in irrigation
ditch on the landside (LS). (Pipe replaced under Permit
No. 8752, 1973 - Reclamation District No. 730).
[Additional Reference(s): USACE Sacramento O&M
Manual 127, June 1953, (Station 129+75)].
Entry Last Updated : 4/17/2021

193 270 2.70 Ditches Unlined Land Side Transverse canal at LS toe LEVEELOG
Entry Last Updated : 10/11/2017

47 271 271 UClP Pipe Crossing DS_ID:19395 UCIPAPR2021
EP_NO: 8752 8752

Report Created : Monday, August 23, 2021 09:24

Crossing Status: Found

FIELD_STRUCT_DESC: 2 of 2: 24-inch steel drainage
pipe through the levee, 3 feet below the crown. Siphon
breaker on pipe on the waterside (WS) shoulder with a
pump on a steel pile structure at the landside (LS) toe.
Butterfly shutoff valve at the LS toe. (Permit No. 8752,
1973 - Reclamation District No. 730). Some design

drawings available. [Additional Reference(s): DWR Levee
Log, 1990. USACE Sacramento O&M Manual 127, June
1953, (Station 129+75), replaced in 1973 under PN 8752].

Entry Last Updated : 4/17/2021
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Knights Landing Ridge Drainage District

NAO008

Waterway

Bank

Unit Miles Inspector

Unit No. 01 Knights Landing Ridge Cut

Right

Dustin
Sanoski

6.36

Entry
No

Levee Mile

Start | End

Category

Item

Location

Comment

Source

Permits

72

194

271 271

271 271

UcCip

Structure

Pipe

Pole - Utility

Land Side

DS _1D:19393
EP_NO:
Crossing Status: Not Found

FIELD_STRUCT_DESC: *REMOVED* 2 of 2: 24-
steel drainage pipe through the levee, 8.4 feet below the

inch

crown. Siphon breakers on pipe. Pump in corrugated

metal pump house mounted on concrete box in irrigation

ditch on the landside (LS). (Pipe replaced under Permit

No. 8752, 1973 - Reclamation District No. 730).

[Additional Reference(s): USACE Sacramento O&M

Manual 127, June 1953, (Station 129+75)].
Entry Last Updated : 4/17/2021

Power drop pole withn 15 feet of the landside toe.
Entry Last Updated : 2/7/2020

UCIPAPR2021

LEVEELOG

49

271 271

Aerial

High Voltage

Crossing

Overhead power line crosses the levee (App. 1758-
PG&E). Pole and two anchors on the landward berm.

Entry Last Updated : 9/21/2017

GEILEVEELOG
9300

45

272 272

Ramp

Ramp

Land Side

Ramp on the landward slope. (App. 9306-Wallace) Crown

width varies from 12 to 25 feet.
Entry Last Updated : 9/21/2017

GEILEVEELOG
9306

52

195

2.73 6.02

2.73 2.73

Ditches

Structure

Unlined

Pole - Utility

Land Side

Land Side

Irrigation ditch along the landward toe.
Entry Last Updated : 9/21/2017

Power pole withn 15 feet of landside toe.
Entry Last Updated : 2/7/2020

GEILEVEELOG

LEVEELOG

a4

196

2.76 2.76

2.76 2.76

Structure

Structure

Sign

Sign

Land Side

Water Side

Private property sign on the landside slope.
Entry Last Updated : 2/7/2020

Private property sign on the waterside slope.
Entry Last Updated : 2/7/2020

LEVEELOG

LEVEELOG

197

198

48

2.86 2.86

3.01

3.01

3.10 3.10

Structure

Structure

Fence

Standpipe

Standpipe

Chain Link

Report Created : Monday, August 23, 2021 09:24

Land Side

Land Side

Crown

3 inch four feet tall standpipe 5 feet from LS toe
Entry Last Updated : 10/11/2017

3 inch four feet tall standpipe 5 feet from LS toe
Entry Last Updated : 10/11/2017

Cross fence, no gate. (App. 9306 - Wallace)
Entry Last Updated : 9/21/2017

LEVEELOG

LEVEELOG

GEILEVEELOG
9306
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry Levee Mile . Source
NoO Category Item Location Comment :
Start | End Permits
199 311 3.11 Structure Screw Gate Land Side Damaged screw gates in landside ditch. LEVEELOG
Entry Last Updated : 2/7/2020
200 3.24 3.24 Structure Pole - Utility Land Side Power pole at landside toe. LEVEELOG
Entry Last Updated : 2/7/2020
209 324 3.24 Aerial High Voltage Crossing Power line crosses levee. LEVEELOG
Entry Last Updated : 2/7/2020
113 3.27 3.27 Structure Distribution Box  Land Side Steel trench/distribution box at landside toe. The box is 4 USACEINSPECT
feet deep and connects to 1 pipe parallel to toe and 2
pipes transverse to toe. Pipes do not cross levee.
Entry Last Updated : 2/7/2020
50 331 3.31 ucp Pipe Crossing DS_ID:19382 UCIPAPR2021
EP_NO: 5302 5302
Crossing Status: Not Found
FIELD_STRUCT_DESC: 24-inch welded steel drainage
pipe through the levee, 3 feet below the crown. Pump on
platform on the waterside (WS) of the levee. Siphon
breaker on the WS shoulder, and flap gate on the
landside (LS) outlet. (Irrigation pump and related
discharge pipe authorized under Permit No. 5302, 1966 -
E. L. Wallace). No work constructed.
Entry Last Updated : 4/17/2021
51 342 3.42 Ramp Ramp Land Side Ramp on the landward slope. (App. 9306-Wallace) GEILEVEELOG
Entry Last Updated : 9/21/2017 9306
55  4.89 4.89 UCIP Pipe Crossing DS_1D:19367 UCIPAPR2021
EP_NO: 4443 4443
Crossing Status: Found
FIELD_STRUCT_DESC: 16-inch steel drainage pipe
through the levee, 0.5 feet below the crown. Pad
constructed over pipe for vehicular crossing. Pump on
metal structure on the landside (LS). Flap gate on the
waterside (WS) end. Siphon breaker on the pipe on the
WS. Slide gate on the LS toe. (16-inch pipe authorized
under Permit No. 4443, 1963 - Reclamation District No.
730, inspector notes indicate a 16-inch pipe installed
instead of 24xth pipe referenced in permit
documentation). Design drawings available in permit.
[Additional Reference(s): DWR Levee Log, 1990].
Entry Last Updated : 4/17/2021
119 498 4.98 Ramp Ramp Land Side Landside fill access ramp. USACEINSPECT

Entry Last Updated : 2/7/2020
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008
Flood Control Project Maintenance
Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021
Knights Landing Ridge Drainage District
Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits

58 579 5.79 Ramp Ramp Land Side Ramp on the landward slope. (App. 9306-Wallace) GEILEVEELOG
Entry Last Updated : 9/21/2017 9306

202 588 5.88 Structure Pole - Utility Water Side Power pole on waterside slope, LEVEELOG
Entry Last Updated : 2/7/2020 9300

59 588 5.88 Aerial High Voltage Crossing Overhead powerline crosses levee. (App. 9300-PG&E) GEILEVEELOG
Entry Last Updated : 2/7/2020 9300

201 588 5.88 Structure Pole - Utility Land Side Power pole at landside toe. LEVEELOG
Entry Last Updated : 2/7/2020 9300

203 5093 5,93 Structure Pole - Utility Land Side Power pole at landside toe. LEVEELOG
Entry Last Updated : 2/7/2020

54 595 5.95 Ramp Ramp Land Side Ramp on landside slope. (App. 9306-Wallace) LEVEELOG
Entry Last Updated : 2/7/2020 9306

67 595 5,95 Ramp Ramp Water Side Ramp on waterside slope. (App. 9306-Wallace) GEILEVEELOG
Entry Last Updated : 2/7/2020 9306

204 598 5.98 Structure Pole - Utility Land Side Power pole within 15 of landside toe. LEVEELOG
Entry Last Updated : 2/7/2020

69 599 5,99 Aerial High Voltage Crossing Overhead power line crosses the levee, service pole on GEILEVEELOG
the waterside shoulder.
Entry Last Updated : 2/7/2020

205 599 5.99 Structure Control Box Water Side Power drop pole and electrical control boxes on WS LEVEELOG
swhoulder
Entry Last Updated : 2/7/2020

64 599 599 UCP Pipe Crossing DS_ID:19398 UCIPAPR2021
EP_NO: 5276 5276

Report Created : Monday, August 23, 2021 09:24

Crossing Status: Found
FIELD_STRUCT_DESC: 1 of 2: 24-inch steel irrigation

pipe through the levee, 4.8 feet below the crown. Vertical
pump unit on pile structure in stream with metal walkway.

Butterfly valve in a 24-inch steel riser on the waterside
(WS) shoulder. Siphon breaker on the landside (LS)

shoulder in steel pipe riser. Flap gate on the LS end. Pipe

discharges into a concrete irrigation ditch on the LS.

(Replacement of an existing 24-inch pipe at this location

authorized under Permit No. 5276, 1966 - Reclamation
District No. 730). [Additional Reference(s): DWR Levee
Log, 1990].

Entry Last Updated : 4/17/2021
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry Levee Mile . Source
NoO Category Item Location Comment :
Start | End Permits
65 599 5.99 UCIP Pipe Crossing DS_ID:19368 UCIPAPR2021
EP_NO:
Crossing Status: Not Found
FIELD_STRUCT_DESC: *REMOVED* 1 of 2: 24-inch
steel irrigation pipe through the levee, 3.6 feet below the
crown. Vertical pump unit on pile structure in stream.
Siphon breaker on the landside (LS) shoulder in a steel
pipe riser. Flap gate on the LS end. Pipe discharges into
an irrigation ditch on the LS. (Replaced under Permit No.
5276, 1966 - Reclamation District No. 730). [Additional
Reference(s): USACE Sacramento O&M Manual 127,
June 1953, (Station 304+76.2)].
Entry Last Updated : 4/17/2021
66  6.00 6.00 UCIP Pipe Crossing DS_1D:19397 UCIPAPR2021
EP_NO: 5276 5276
Crossing Status: Found
FIELD_STRUCT_DESC: 2 of 2: 20-inch steel irrigation
pipe through the levee, 4.9 feet below the crown. Vertical
pump unit on pile structure in stream. Siphon breaker on
the landside (LS) shoulder in a 16-inch steel riser. Flap
gate on the LS end. Pipe discharges into an irrigation
ditch on the LS. Steel plate welded over end of pipe at
pump structure. (Replacement of an existing 18-inch pipe
at this location authorized under Permit No. 5276, 1966 -
Reclamation District No. 730). [Additional Reference(s):
DWR Levee Log, 1990].
Entry Last Updated : 4/17/2021
78 6.00 6.00 UCIP Pipe DS_ID:19396 UCIPAPR2021
EP_NO:
Crossing Status: Not Found
FIELD_STRUCT_DESC: *REMOVED* 2 of 2: 18-inch
steel irrigation pipe through the levee, 3.5 feet below the
crown. Vertical pump unit on pile structure in stream.
Siphon breaker on the landside (LS) shoulder in a steel
pipe riser. Flap gate on the LS end. Pipe discharges into
an irrigation ditch on the LS. (Replaced under Permit No.
5276, 1966 - Reclamation District No. 730). [Additional
Reference(s): USACE Sacramento O&M Manual 127,
June 1953, (Station 304+76.2)].
Entry Last Updated : 4/17/2021
61 6.00 6.00 Structure Pump Station Water Side App. 5276-RD 730; Vertical pump units on pile structure in GEILEVEELOG
stream. 5276
Entry Last Updated : 2/7/2020
206 6.02 6.02 Structure Pole - Utility Land Side Power pole at landside toe. LEVEELOG
Entry Last Updated : 2/7/2020
5% 6.05 6.05 Ramp Ramp Water Side Ramp on the waterside slope. LEVEELOG
Entry Last Updated : 2/7/2020 9308

Report Created : Monday, August 23, 2021 09:24
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008
Flood Control Project Maintenance
Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021
Knights Landing Ridge Drainage District
Waterway Bank | Unit Miles Inspector
. . . . . Dustin
Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits

71 6.05 6.05 Ramp Ramp Land Side Ramp on the landward slope. (App. 9308-Ooki) GEILEVEELOG
Entry Last Updated : 9/21/2017 9308

68 6.05 6.05 Structure Bridge Crossing Old SPRR crossing.(Rails and bridge removed 1/74). (App. GEILEVEELOG
9309-SPRR). 9309
Entry Last Updated : 9/21/2017

70  6.06 6.06 Mark Bench Mark Land Side USCofE, Benchmark on the landward shoulder. Also RD GEILEVEELOG
108- R.E. 3220 control survey benchmark.
Entry Last Updated : 9/21/2017

73 6.26 6.35 Fence Chain Link Land Side Cyclone fence along the landward slope. (App. 11692 - GEILEVEELOG
Ooki) 11692
Entry Last Updated : 9/21/2017

74 6.30 6.30 Ramp Ramp Land Side Ramp on the landward slope. (App. 9308 - Ooki) GEILEVEELOG
Entry Last Updated : 9/21/2017 9308

7% 632 6.32 UCIP Pipe Crossing DS_ID:19389 UCIPAPR2021
EP_NO:
Crossing Status: Not Found
FIELD_STRUCT_DESC: 48-inch corrugated metal
drainage pipe partially through the levee, approximately 4
feet below the crown. [Additional Reference(s): USACE
Sacramento O&M Manual 127, June 1953, (Station
323+00)].
Entry Last Updated : 4/17/2021

207 6.33 6.33 Ramp Ramp Water Side Ramp on WS slope LEVEELOG
Entry Last Updated : 2/13/2020

57  6.34 6.35 Fence Chain Link Water Side Chain link fence from gate to bridge on the waterside. LEVEELOG
(App. 9303-KLRDD) 9303
Entry Last Updated : 2/7/2020

7 6.35 6.35 Gate Metal Crown Cross fence, pipe gate. (App. 9303-KLRDD) GEILEVEELOG
Entry Last Updated : 9/21/2017 9303

75 6.35 6.35 Aerial High Voltage Crossing Overhead powerline crosses the levee. GEILEVEELOG
Entry Last Updated : 2/7/2020 9300

210 6.35 6.35 Structure Pole Land Side Power pole on landside shoulder. LEVEELOG
Entry Last Updated : 2/7/2020 9300

Report Created : Monday, August 23, 2021 09:24
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector

. . . . . Dustin

Unit No. 01 Knights Landing Ridge Cut Right | 6.36 Sanoski
Entry | LEVEE Mile Source

Noy Category Item Location Comment :
Start | End Permits
80  6.35 6.35 Ramp Ramp Crown Ramp on the landward slope (App. 9303-KLRDD). GEILEVEELOG
Access to State Highway 113, Woodland-Knights Landing 9303

79

6.36 6.36 UCIP

Road. End of right bank Knights Landing Ridge Cut.
Entry Last Updated : 9/21/2017

Culvert Crossing DS_ID:19379 UCIPAPR2021
EP_NO: 14033 14033
Crossing Status: Indicator Found
FIELD_STRUCT_DESC: 2-inch galvanized iron fiber
optics conduit through the levee, 3 feet below the crown.
Pipe attached to downstream side of bridge. Utility
markers on the landside (LS) toe. Design drawings
available in permit.
Entry Last Updated : 4/17/2021

60 6.36 6.36 Structure Guardrail Water Side Guardrail on waterside. LEVEELOG
Entry Last Updated : 2/7/2020 9303

62 636 6.36 Mark Boundary Crown End of NA0O0O8 Unit 1. LEVEELOG
Entry Last Updated : 2/7/2020 9303

Report Created : Monday, August 23, 2021 09:24 Page 16 of 16



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
it Levee Mile _ ’ Source
Noy Category Item Location Comment -
Start | End ‘ Permits
1 0.00 0.00 Mark Boundary Crown Start of left bank levee of Knights Landing Ridge Cut at GEILEVEELOG
west levee Yolo Bypass (ST0011). Access from County
Road No. 163 L.M. 2.29. Mileage runs upstream.
Entry Last Updated : 2/21/2020
5 0.01 0.02 Fence Metal Land Side Landside fence connecting to access gate. Fence runs LEVEELOG
parallel to levee before turning down levee slope.
Entry Last Updated : 2/21/2020
7 0.01 0.02 Fence Metal Water Side Waterside fence connecting to access gate levee down LEVEELOG
slope.
Entry Last Updated : 2/21/2020
2 0.02 0.02 Gate Metal Crown Access gate on the levee crown. GEILEVEELOG
Entry Last Updated : 2/21/2020 9315
80  0.06 0.06 Miscellaneou Irrigation Land Side 3 inch PVC irrigation pipe 1 foot tall at LS toe LEVEELOG
S Entry Last Updated : 10/12/2017
150 0.35 0.35 Miscellaneou lIrrigation Land Side 3 inch PVC irrigation pipe 1 foot tall at LS toe LEVEELOG
s Entry Last Updated : 10/12/2017
84 0.59 0.59 Structure Stability Berm Water Side Berm (overbuilt section) 20 to 25 feet wide on the USACEINSPECT
waterside.
Entry Last Updated : 2/21/2020
169 (0.59 0.59 Structure Standpipe Land Side Standpipe at LS toe LEVEELOG
Entry Last Updated : 10/31/2017
151 (0.59 0.82 Ditches Unlined Land Side Unlined ditch at LS toe. LEVEELOG
Entry Last Updated : 2/21/2020
8 0.78 0.78 Ramp Ramp Land Side Ramp on the landward slope. (App. 9322-Hershey) GEILEVEELOG
Entry Last Updated : 9/21/2017 9322
152 0.80 0.80 Ramp Ramp Land Side Ramp on LS slope LEVEELOG
Entry Last Updated : 3/26/2020
6 0.80 0.80 Ramp Ramp Water Side Ramp on the waterward slope. GEILEVEELOG

Entry Last Updated : 9/21/2017

Report Created : Monday, August 23, 2021 09:25
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits
1 0.81 0.81 uclp Pipe Crossing DS_1D:19369 UCIPAPR2021
EP_NO: 9322 9322

Crossing Status: Found

FIELD_STRUCT_DESC: 24-inch steel irrigation pipe
through the levee, 4.7 feet below the crown. Pump on pile
structure in stream. Air vent on the landside (LS)
shoulder. Sand media filters connected to LS end of
crossing. Service pole on the waterside (WS) berm. Wide
levee section. (24-inch pipe authorized under Automatic
Board Order (ABO) as permit No. 9322, 1974 - Davidella
H. Hershew Estates). [Additional Reference(s): DWR
Levee Log, 1990. USACE Sacramento O&M Manual 127,
June 1953, (Station 44+35)].

Entry Last Updated : 4/17/2021

9 0.82 0.82 Aerial High Voltage Crossing Overhead powerline crosses levee. GEILEVEELOG
Entry Last Updated : 2/21/2020 9313

88  0.82 0.82 Structure Pole - Utility Water Side PG&E power pole located at the waterside hinge. USACEINSPECT
Entry Last Updated : 2/21/2020 9313

154 0.82 0.82 Structure Pole - Utility Water Side Out of service power pole on waterside of crown. LEVEELOG
Entry Last Updated : 2/21/2020

91 0.83 0.83 Ramp Ramp Water Side Vehicle access ramp from the crown to the waterside toe. USACEINSPECT
Entry Last Updated : 2/21/2020

12 0.84 0.84 Ramp Ramp Land Side Ramp on the landward slope. (App. 9322-Hershey) GEILEVEELOG
Entry Last Updated : 9/21/2017 9322

155 (.88 0.88 Structure Pole - Utility Land Side Power pole at the landside toe. LEVEELOG
Entry Last Updated : 2/21/2020

93  0.88 1.01 Structure Stability Berm Water Side Berm (overbuilt levee section) 20 feet wide for a 700 foot USACEINSPECT
long stretch.
Entry Last Updated : 2/21/2020

14 0.93 0.93 Fence Metal Water Side Fence down the waterside slope connected to access LEVEELOG
gate on the levee crown.
Entry Last Updated : 2/21/2020

16 0.93 0.93 Fence Metal Land Side Fence down the landside slope connected to access gate LEVEELOG
on the levee crown.
Entry Last Updated : 2/21/2020

9% 0.93 0.93 Gate Metal Crown Access gate on the levee crown. USACEINSPECT
Entry Last Updated : 2/21/2020 9322

Report Created : Monday, August 23, 2021 09:25 Page 2 of 16



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

NAO008

Waterway

Bank

Unit Miles Inspector

Unit No. 02 Knights Landing Ridge Cut

Left

Dustin
Sanoski

6.03

Entry
No

Levee Mile

Start

End

Category

Item

Location

Comment

Source

Permits

156

23

0.93

0.94

0.93

0.94

Structure

Ramp

Pole - Utility

Ramp

Land Side

Land Side

Power pole at landside toe.
Entry Last Updated : 2/21/2020

Ramp on landside slope.
Entry Last Updated : 2/21/2020

LEVEELOG

LEVEELOG
9322

157

158

15

97

0.97

0.99

0.99

0.99

0.97

0.99

0.99

0.99

Ramp

Structure

Aerial

Structure

Ramp

Pole - Utility

High Voltage

Pole - Utility

Water Side

Land Side

Crossing

Water Side

Ramp on the waterside slope.
Entry Last Updated : 2/21/2020

Power pole at landside toe.
Entry Last Updated : 2/21/2020

Overhead power line crosses levee. (App. 9313-PG&E)
Entry Last Updated : 2/21/2020

Power pole on the waterside shoulder.
Entry Last Updated : 2/21/2020

LEVEELOG

LEVEELOG

GEILEVEELOG
9313

USACEINSPECT
9313

99

159

17

160

161

0.99

0.99

0.99

0.99

0.99

0.99

Structure

Structure

UCIp

1.04 1.04 Structure

1.09 1.09 Structure

Distribution Box

Pole - Utility

Pipe

Pole - Utility

Pole - Utility

Report Created : Monday, August 23, 2021 09:25

Land Side

Water Side

Crossing

Land Side

Land Side

40 inch concrete standpipe and discharge box 15 feet
from the landside toe.
Entry Last Updated : 2/21/2020

Power drop pole at the waterside slope.
Entry Last Updated : 2/21/2020

DS_ID:19370
EP_NO: 9320
Crossing Status: Found

USACEINSPECT

LEVEELOG

UCIPAPR2021
9320

FIELD_STRUCT_DESC: *REMOVED &REPLACED with
DSID 25596* 16-inch steel irrigation pipe through the
levee, 2.8 feet below the crown. Pipe discharges into a 36-
inch concrete standpipe at the levee toe. Pump on steel
pile structure in stream with metal walkway. Two service
poles on the waterside (WS) slope. (16-inch steel pipe
authorized under Automatic Board Order (ABO) issued as
Permit No. 9320, 1974 - Ralph W. Pollock). [Additional
Reference(s): DWR Levee Log, 1990. USACE
Sacramento O&M Manual 127, June 1953, (Station
52+00) (15-inch pipe listed)].

Entry Last Updated : 4/17/2021

Power pole at the landside toe. LEVEELOG

Entry Last Updated : 2/21/2020

Power pole at the landside toe. LEVEELOG

Entry Last Updated : 2/21/2020
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008
Flood Control Project Maintenance
Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021
Knights Landing Ridge Drainage District
Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits

162  1.14 1.14 Structure Pole - Utility Land Side Power pole at the landside toe. LEVEELOG
Entry Last Updated : 2/21/2020

163 1,15 1.15 Structure Sign Land Side Gas pipeline sign on landside shoulder. LEVEELOG
Entry Last Updated : 2/21/2020

122 115 1.15 UCIP Pipe DS_ID:25580 UCIPAPR2021
EP_NO: 19031-1 19031-1
Crossing Status: Found
FIELD_STRUCT_DESC: 30-inch diameter gas
transmission line under levee 86-feet below the crown. (30-
inch gas line authorized under Permit No. 19031-1, 2016,
Pacific Gas and Electric Company (PG&E)). Design
drawings available in permit.
Entry Last Updated : 4/17/2021

18 117 1.17 Aerial High Voltage Crossing High tower powerline crosses levee (App. 9313-PG&E). GEILEVEELOG
Entry Last Updated : 9/21/2017 9313

164 1,19 1.19 Structure Pole - Utility Land Side Power pole within 15 feet of the landside toe. LEVEELOG
Entry Last Updated : 2/21/2020

165 1.20 1.20 Structure Tower Land Side High tower concrete foooting within 15 feet of LS toe LEVEELOG
Entry Last Updated : 2/21/2020 5328

166 1.24 1.24 Structure Pole - Utility Land Side Power pole within 15 feet of the landside toe. LEVEELOG
Entry Last Updated : 2/21/2020 9313

19 1.24 1.24 Aerial High Voltage Land Side Three overhead powerlines cross levee pole at landward GEILEVEELOG
toe with anchor in the slope (App. 9313-PG&E). 9313
Entry Last Updated : 9/21/2017

22 125 1.25 Aerial Communications  Crossing Overhead telephone line crosses levee, pole on the GEILEVEELOG
waterward shoulder (App. 9321-Continental Telephone). 9321
Entry Last Updated : 9/21/2017

105 1.25 1.25 Structure Pole - Utility Water Side Telephone pole located at the waterside shoulder. USACEINSPECT
Entry Last Updated : 2/21/2020 9321

168 1.30 2.01 Ditches Unlined Land Side Unlined ditch on the landside. LEVEELOG
Entry Last Updated : 2/21/2020

107 1.32 1.32 Structure Stability Berm Water Side Berm (overbuilt section) 20 to 25 feet wide on the USACEINSPECT

Report Created : Monday, August 23, 2021 09:25

waterside.
Entry Last Updated : 2/21/2020
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

NAO008

Waterway

Bank

Unit Miles

Inspector

Unit No. 02 Knights Landing Ridge Cut

Left

6.03

Dustin
Sanoski

Entry
No

Levee Mile

Start | End

Category

Item Location

Comment

Source

Permits

20

25

132 132

188 1.88

Ramp Ramp Land Side

Ramp Ramp Land Side

Ramp on the landward slope. (App. 9320-Pollock)
Entry Last Updated : 9/21/2017

Ramp on the landward slope. (APP. 9320-Pollock)

Entry Last Updated : 9/21/2017

GEILEVEELOG

9320

GEILEVEELOG

9320

26

1.89 1.89

UCIP Pipe Crossing

DS_ID:25471

EP_NO:

Crossing Status: Found

FIELD_STRUCT_DESC: *REPLACEMENT of DS

19371* 18-inch steel drainage pipe through the levee, at
an unknown depth. Pump in a metal pump house on the
landside (LS) toe in a drainage canal. Concrete headwall

ID

on the waterside (WS) toe. Flap gate on the WS at the

headwall. Manhole labeled storm drain at the WS
shoulder, ait vent on LS shoulder. (18-inch steel p

ipe

installed as part of the Knights Landing 2015 Levee

Repair Project, as a replacement of 12-inch pipe).

[Additional Reference(s): DWR Levee Log, 1990. USACE

Sacramento O&M Manual 127, June 1953, (Station
103+21.8), listed as a 24-inch pipe and a 12-inch pipe].

Entry Last Updated : 4/17/2021

UCIPAPR2021

27

1.89 1.89

UCIP Pipe Crossing

Report Created : Monday, August 23, 2021 09:25

DS_ID:19371
EP_NO: 9320
Crossing Status: Not Found

FIELD_STRUCT_DESC: *REMOVED & REPLACED with
DSID 25471* 1 of 2: 12-inch steel drainage pipe through

the levee, 4 feet below the crown. Flap gate on the
waterside (WS). Pipe is resting on a concrete headwall

associated with another pipe. Siphon breaker in a 2-inch

corrugated metal pipe (CMP) riser on the landside (LS)

shoulder. Vertical pump unit on a concrete foundation in
the irrigation ditch at the LS toe. (12-inch pipe [HLM 1.90]
authorized under Automatic Board Order (ABO) issued as

Permit No. 9320, 1974 - Ralph W. Pollock). [Additional

Reference(s): DWR Levee Log, 1990. USACE

Sacramento O&M Manual 127, June 1953, (Station
103+21.8), listed as a 24-inch pipe and a 12-inch pipe].

Entry Last Updated : 4/17/2021

UCIPAPR2021

9320
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

NAO008

Waterway

Bank

Unit Miles Inspector

Unit No. 02 Knights Landing Ridge Cut

Left

Dustin
Sanoski

6.03

Entry
No

Levee Mile

Start | End

Category

Item

Location

Comment

Source

Permits

1.90 1.90 ucip

Pipe

Crossing

DS_1D:19399
EP_NO: 9320
Crossing Status: Found

FIELD_STRUCT_DESC: *REMOVED & REPLACED with

DSID 25597+ 24-inch steel drainage pipe through the
levee, 21 feet below the crown. Slide gate on the
waterside (WS) end. Open on the landside (LS) end. LS
toe cobble revetted. Service pole on the LS slope. (24-
inch pipe [HLM 1.9] authorized under Automatic Board

Order (ABO) issued as Permit No. 9320, 1974 - Ralph W.

UCIPAPR2021
9320

Pollock). [Additional Reference(s): DWR Levee Log, 1990.

USACE Sacramento O&M Manual 127, June 1953,
(Station 103+21.8)].
Entry Last Updated : 4/17/2021

110

1.90 1.90 Ramp

Ramp

Land Side

Vehicle access ramp from the landside toe to the levee
crown.
Entry Last Updated : 2/21/2020

USACEINSPECT

29

32

2.26 2.26 UCIP

2.27 2.27 Fence

2.27 227 Gate

Pipe

Metal

Metal

Crossing

Land Side

Crown

DS_ID:19388
EP_NO: 15517
Crossing Status: Indicator Found

FIELD_STRUCT_DESC: 8-inch steel natural gas pipeline

through the levee, 50 feet below the crown. (-inch bored
under levee and channel authorized under Permit No.
15517, 1991 - Chevron U.S.A., Inc.). Design drawings
available in permit.

Entry Last Updated : 4/17/2021

Fence down the landside slope connecting to gate on
crown.
Entry Last Updated : 2/21/2020

Metal drive gate. (App. 9320-Pollock)
Entry Last Updated : 2/21/2020

UCIPAPR2021
15517

LEVEELOG
9320

GEILEVEELOG
9320

38

2.27 2.28 Fence

Metal

Water Side

Fence down the waterside slope connecting to gate on
crown.
Entry Last Updated : 2/21/2020

LEVEELOG
9320

36

2.28 2.28 UcCp

Pipe

Report Created : Monday, August 23, 2021 09:25

Crossing

DS_ID:19386

EP_NO: 13164

Crossing Status: Indicator Found
FIELD_STRUCT_DESC: 4-inch steel natural gas
collection pipe through the levee, 3.2 feet below the

crown. Permit indicates that the pipe was installed on the

northern shoulder of Road 16 and crosses the Knights
Landing Ridge Cut on the northern side of the Road 16
bridge. (4-inch gas line authorized under Permit No.
13164, 1981 - Shell Oil Company).

Entry Last Updated : 4/17/2021

UCIPAPR2021
13164
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits
117 2.28 2.28 AtGrade Road / Highway  Crossing County Road 16 crosses levee, 4.0 feet below the crown USACEINSPECT
elevation. Bridge across cut, Red Bridge (App. 9310- 9310
Yolo Co.).
Entry Last Updated : 2/21/2020
4 228 2.28 Mark Bench Mark Water Side DWR marker in southwest wing wall of the bridge LEVEELOG
Entry Last Updated : 1/9/2018
46 228 2.28 Structure Guardrail Land Side Guardrail on the landside of the levee. LEVEELOG
Entry Last Updated : 2/21/2020
47 2.28 2.28 Structure Guardrail Water Side Guardrail on the waterside of the levee connecting to the LEVEELOG
bridge.
Entry Last Updated : 2/21/2020
3 2.28 2.28 Structure Bridge Water Side Bridge abutments in WS slope, guardrails into bridge rails. LEVEELOG
Entry Last Updated : 3/26/2020
64 229 2.30 Fence Metal Water Side Fencing along the waterside hinge from bridge guardrail to LEVEELOG
gate.
Entry Last Updated : 2/24/2020
65 229 230 Fence Metal Land Side Fencing along the landside hinge from bridge guardrail to LEVEELOG
gate.
Entry Last Updated : 2/24/2020
52 229 2.29 Structure Guardrail Land Side Guardrail on the landside of the levee. LEVEELOG
Entry Last Updated : 2/21/2020
58 229 2.29 Structure Guardrail Water Side Guardrail on the waterside of the levee connecting to the LEVEELOG
bridge.
Entry Last Updated : 2/21/2020
10 230 2.30 Gate Metal Water Side Access gate on waterside ramp. LEVEELOG
Entry Last Updated : 2/24/2020
121 2.30 2.30 Ramp Ramp Water Side Vehicle access ramp from the waterside toe to the levee USACEINSPECT
crown.
Entry Last Updated : 2/24/2020
118 230 2.30 Gate Metal Crown Access gate on the levee crown. USACEINSPECT
Entry Last Updated : 2/24/2020
21 2.30 5.09 AtGrade Road / Highway Land Side Farm/patrol road on LS slope LEVEELOG

Entry Last Updated : 1/9/2018

Report Created : Monday, August 23, 2021 09:25 Page 7 of 16



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

NAO008

Waterway

Bank

Unit Miles

Inspector

Unit No. 02 Knights Landing Ridge Cut

Left

6.03

Dustin
Sanoski

Entry
No

Levee Mile

Start | End

Category

Item

Location

Comment

Source

Permits

13

37

2.30 2.88

231 231

Ditches

Aerial

Unlined

High Voltage

Land Side

Crossing

Drainage ditch within 15 feet of LS toe
Entry Last Updated : 2/24/2020

Overhead powerlines cross levee. Pole at the landward
toe, anchor in landward slope (App. 9313-PG&E).
Entry Last Updated : 9/21/2017

LEVEELOG

GEILEVEELOG
9313

119

2.32 2.88

Aerial

High Voltage

Land Side

Power line parallels levee within 15 feet of landside toe.
Entry Last Updated : 3/26/2020

USACEINSPECT
8070

24

232 232

Structure

Pole - Utility

Land Side

Power pole within 15 feet of LS toe
Entry Last Updated : 1/9/2018

LEVEELOG
9313

113

232 232

Ramp

Ramp

Land Side

Ramp on LS slope
Entry Last Updated : 1/11/2018

LEVEELOG

30

115

40

235 235

235 235

235 235

Structure

UCIP

UCIP

Pole - Utility

Pipe

Pipe

Land Side

Crossing

Power drop pole within 15 feet of LS toe
Entry Last Updated : 1/9/2018

DS_ID:19372

EP_NO:

Crossing Status: Not Found

FIELD_STRUCT_DESC: *REMOVED* 16-inch steel
drainage pipe through the levee, 6 feet below the crown.
Siphon breaker on the waterside (WS) slope in a steel
pipe riser. Pump house on the landside (LS). Open on the
WS end. (Pipe replaced under Permit No. 6787, 1969 -
Reclamation District No. 730). [Additional Reference(s):
USACE Sacramento O&M Manual 127, June 1953,
(Station 127+20)].

Entry Last Updated : 4/17/2021

DS_ID:19400

EP_NO: 6787

Crossing Status: Found

FIELD_STRUCT_DESC: 16-inch steel drainage pipe
through the levee, 6 feet below the crown. Siphon breaked
and positive closure device in a utility vault with traffic
rated lid at WS levee hinge. Pumping platform in irrigation
ditch on the landside (LS). Flap gate at WS end. (16-inch
pipe replacement authorized under Permit No. 6787,

1969 - Reclamation District No. 730), removal and
replacement of a damaged 11-LF section of an existing 16-
inch pipe authorized under Permit No. 6787-1, 2015 -
Reclamation District No. 730. [Additional Reference(s):
DWR Levee Log, 1990].

Entry Last Updated : 4/17/2021

LEVEELOG

UCIPAPR2021

UCIPAPR2021
6787

31

2.36 2.36

Structure

Pole - Utility

Report Created : Monday, August 23, 2021 09:25

Land Side

Power pole within 15 feet of LS toe
Entry Last Updated : 1/9/2018

LEVEELOG
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Knights Landing Ridge Drainage District

Flood Control Project Maintenance

Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021

Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
o Levee Mile Source
Noy Category Item Location Comment :
Start | End Permits
39 237 2.37 Ramp Ramp Land Side Ramp on the landward slope (App. 9322-Hershey). GEILEVEELOG
Entry Last Updated : 9/21/2017 9322
33 2.41 2.41 Structure Pole - Utility Land Side Power pole within 15 feet of LS toe LEVEELOG
Entry Last Updated : 1/9/2018
35 2.43 2.43 Structure Post Water Side T-post at waterside toe. LEVEELOG
Entry Last Updated : 2/24/2020
78 247 2.47 Structure Pole - Utility Land Side Power pole within 15 feet of landside toe. LEVEELOG
Entry Last Updated : 2/24/2020
81 2.52 252 Structure Post Water Side T-post at waterside toe. LEVEELOG
Entry Last Updated : 2/24/2020
79 2.52 252 Structure Pole - Utility Land Side Power pole within 15 feet of LS toe LEVEELOG
Entry Last Updated : 1/9/2018
82 2.58 2.58 Structure Pole - Utility Land Side Power pole within 15 feet of LS toe LEVEELOG
Entry Last Updated : 1/9/2018
83 2.63 2.63 Structure Pole - Utility Land Side Power pole within 15 feet of LS toe LEVEELOG
Entry Last Updated : 1/9/2018
85 2.69 2.69 Structure Pole - Utility Land Side Power pole within 15 feet of LS toe LEVEELOG
Entry Last Updated : 1/9/2018
86 271 2.71 Structure Post Water Side T-post at WS toe LEVEELOG
Entry Last Updated : 1/9/2018
87 2.74 2.74 Structure Pole - Utility Land Side Power pole within 15 feet of LS toe LEVEELOG
Entry Last Updated : 1/9/2018
89 2.78 2.78 Structure Pole - Utility Land Side Power pole within 15 feet of LS toe LEVEELOG
Entry Last Updated : 1/9/2018
41 2.83 2.83 Aerial High Voltage Crossing Overhead power line crosses levee pole at the landward GEILEVEELOG
toe. (App. 1758-PG&E) 1758
Entry Last Updated : 9/21/2017
67 2.83 2.83 Structure Pole - Utility Land Side 1 of 2 utility poles at the landside toe (Permit No. 1758). LEVEELOG
Entry Last Updated : 2/24/2020 1758
Report Created : Monday, August 23, 2021 09:25 Page 9 of 16



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits

126 2.83 2.83 Structure Pole - Utility Land Side 2 of 2 utility poles at the landside toe (Permit No. 1758). USACEINSPECT
Entry Last Updated : 2/24/2020 1758

42 2.86 2.86 Ramp Ramp Land Side Ramp on the landward slope. (App. 9318-Russell) GEILEVEELOG
Entry Last Updated : 9/21/2017 9318

92 2.88 2.88 Structure Pole - Utility Land Side Power pole within 15 feet of LS toe LEVEELOG
Entry Last Updated : 1/9/2018

94 2.99 2.99 Structure Post Water Side T-post at WS toe LEVEELOG
Entry Last Updated : 1/9/2018

131 3.07 5.56 Ditches Unlined Land Side Irrigation ditch at the landside levee toe, 30 feet wide and USACEINSPECT
10 feet deep.
Entry Last Updated : 2/24/2020

96 3.07 3.07 Structure Post Water Side T-post at WS toe - 11 LEVEELOG
Entry Last Updated : 1/9/2018

44 3.25 3.25 Structure Post Water Side T-post at WS toe LEVEELOG
Entry Last Updated : 1/9/2018

43 3.29 3.29 Ramp Ramp Land Side Ramp cut into landward slope. GEILEVEELOG
Entry Last Updated : 2/24/2020

45 3.38 3.38 Structure Pipe Section Land Side Access road over pipe and across ditch to farmers field. GEILEVEELOG
Metal gate is located on field side of ditch.
Entry Last Updated : 2/24/2020

98 3.46 3.46 Structure Post Water Side T-post at WS toe LEVEELOG
Entry Last Updated : 1/9/2018

100 3,53 3.53 Structure Post Water Side T-post at WS toe - 21 LEVEELOG
Entry Last Updated : 1/9/2018

48  3.68 3.68 UCIP Pipe Crossing DS_ID:19373 UCIPAPR2021

EP_NO:

Crossing Status: Not Found

FIELD_STRUCT_DESC: 18-inch reinforced concrete
drainage pipe through the levee, 6.5 feet below the crown.
No gates or valves. 5-foot by 5-foot concrete distribution
box on the waterside (WS) slope (Russell). [Additional
Reference(s): DWR Levee Log, 1966].

Entry Last Updated : 4/17/2021
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
Entry Levee Mile . Source
NoO Category Item Location Comment :
Start | End Permits
102 392 3.92 Structure Walkway Land Side Walkway crossing landside ditch. LEVEELOG
Entry Last Updated : 2/24/2020
101 3,93 3.93 Structure Pole - Utility Land Side Power drop pole on edge of landside ditch. LEVEELOG
Entry Last Updated : 2/24/2020
135 393 3.93 Ramp Ramp Land Side Vehicle access ramp from the landside toe to the levee USACEINSPECT
crown.
Entry Last Updated : 2/24/2020
723,93 3.93 Structure Walkway Land Side Walkway crosses the landside ditch. LEVEELOG
Entry Last Updated : 2/24/2020
116 3,93 3.93 UCIP Pipe DS_ID:25572 UCIPAPR2021
EP_NO:
Crossing Status: Found
FIELD_STRUCT_DESC: 24-inch steel discharge pipe
through the levee, 6.5-feet below the crown. Pump house
on pile structure in drainage ditch on the landward side.
Siphon breaker and positive closure device butterfly valve
with handwheel operator on the pipe on the waterward
side. Pipe replaces a section of pipe through the levee
butt welded to the original pipe approximately 37-feet from
levee centerline on both levee slopes. Service pole on
pump house. (Permit No. 9317-1, applicant - RD730,
issued 07/10/2014 gives authorization of emergency
removal and replacement of the pipe in September 2012.)
Entry Last Updated : 4/17/2021
120 393 3.93 uClP Pipe DS_ID:25571 UCIPAPR2021
EP_NO:
Crossing Status: Found
FIELD_STRUCT_DESC: 16-inch steel discharge pipe
through the levee, 3-feet below the crown. Pump house
on pile structure in drainage ditch on the landward side.
Siphon breaker and positive closure device butterfly valve
with handwheel operator on the pipe on the waterward
side. Pipe replaces a section of pipe through the levee
butt welded to the original pipe approximately 35-feet from
levee centerline on both levee slopes. Service pole on
pump house (16-inch pipe authorized under Permit No.
9317-1, 2014, RD730, issued 07/10/2014, previous 16-
inch pipe removed, see DSID 19374)
Entry Last Updated : 4/17/2021
49 3,93 3.93 Structure Pump Station Land Side Pump house located at the levee toe. USACEPI
Entry Last Updated : 2/24/2020 9317

Report Created : Monday, August 23, 2021 09:25
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
Entry Levee Mile . Source
NoO Category Item Location Comment :
Start | End Permits
50 393 3.93 UCIP Pipe Crossing DS_ID:19374 UCIPAPR2021
EP_NO: 9317 9317
Crossing Status: Found
FIELD_STRUCT_DESC: *REMOVED* 1 of 2: 16-inch
steel discharge pipe through the levee, 3 feet below the
crown. Pump house on pile structure in drainage ditch on
the landside (LS). Siphon breaker on the pipe on the
waterside (WS). Service pole at the pump house. (16-inch
pipe [HLM 3.97] authorized under Automatic Board Order
(ABO) issued as Permit No. 9317, 1974 - Reclamation
District No. 819). [Additional Reference(s): DWR Levee
Log, 1990. USACE Sacramento O&M Manual 127, June
1953, (Station 211+05) (15-inch pipe listed)].
Entry Last Updated : 4/17/2021
51 3.94 3.94 UCIP Pipe Crossing DS_ID:19401 UCIPAPR2021
EP_NO: 9317 9317
Crossing Status: Found
FIELD_STRUCT_DESC: *REMOVED* 2 of 2: 24-inch
steel discharge pipe through the levee, 9 feet below the
crown. Pump house on pile structure in drainage ditch on
the landside (LS). Siphon breaker on the pipe on the
waterside (WS) with a butterfly shutoff valve. Service pole
at the pump house. (Permit No. 9317, 1974 - Reclamation
District No. 819). Pipe replaced in 2012. [Additional
Reference(s): DWR Levee Log, 1990. USACE
Sacramento O&M Manual 127, June 1953, (Station
210+99)].
Entry Last Updated : 4/17/2021
103 3.94 3.94 Structure Walkway Land Side Walkway crosses LS ditch LEVEELOG
Entry Last Updated : 3/26/2020
130 3.94 3.94 Ramp Ramp Land Side Vehicle access ramp from the landside toe to the levee USACEINSPECT
crown.
Entry Last Updated : 2/24/2020
53 502 5.02 UCIP Pipe Crossing DS_1D:19390 UCIPAPR2021
EP_NO:
Crossing Status: Not Found
FIELD_STRUCT_DESC: 18-inch steel irrigation pipe
through the levee, at an unknown depth. Pump on the
waterside (WS), and concrete diversion box on the
landside (LS). [Additional Reference(s): USACE
Sacramento O&M Manual 127, June 1953, (Station
271+79)].
Entry Last Updated : 4/17/2021
54 551 551 Gate Metal Crown Pipe gate across crown. GEILEVEELOG

Entry Last Updated : 2/24/2020 9315
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008
Flood Control Project Maintenance
Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021
Knights Landing Ridge Drainage District
Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits
70 551 551 Fence Metal Water Side Pipe fence down the waterside slope. LEVEELOG
Entry Last Updated : 2/24/2020 9315
73 551 551 Fence Metal Land Side Pipe fence down the landside slope. LEVEELOG
Entry Last Updated : 2/24/2020 9315
55 552 552 Ramp Ramp Water Side Ramp on the waterward slope (App. 9315-KLRDD). GEILEVEELOG
Entry Last Updated : 9/21/2017 9315
61 554 554 Structure Pump Station Water Side Pump house located at the WS slope. 20-in steel pipe, USACEPI
5.5 ft below the crown with syphon breaker.
Entry Last Updated : 3/26/2020
56 554 554 Aerial High Voltage Crossing Overhead power line crosses levee to sewer ponds. (App. GEILEVEELOG
7545-PG&E) 7545
Entry Last Updated : 9/21/2017 9313
57 554 554 Structure Pole - Utility Water Side Power pole on the waterward shoulder, service pole on GEILEVEELOG
berm (App. 9313-PG&E). 9313
Entry Last Updated : 9/21/2017
60 555 555 Ramp Ramp Land Side Ramp on the landward slope (App. 9316-Wallace). GEILEVEELOG
Entry Last Updated : 9/21/2017 9316
59 555 555 UCIP Pipe Crossing DS_ID:19375 UCIPAPR2021
EP_NO: 3671 3671
Crossing Status: Found
FIELD_STRUCT_DESC: 20-inch coated steel irrigation
pipe through the levee, 5.5 feet below the crown. Siphon
breaker in a steel pipe riser on the landside (LS) slope.
Metal cutoff wall. Service pole on the waterside (WS)
slope. (Replaced 20-inch pipe at same location in 1961
under Permit No. 3671, 1961 - Mary Anna Richardson).
[Additional Reference(s): DWR Levee Log, 1990].
Entry Last Updated : 4/17/2021
114 555 555 UCIP Pipe DS_ID:19402 UCIPAPR2021
EP_NO:

Report Created : Monday, August 23, 2021 09:25

Crossing Status: Not Found

FIELD_STRUCT_DESC: *REMOVED* 20-inch coated
steel irrigation pipe through the levee, 6.2 feet below the
crown. Siphon breaker in a steel pipe riser on the landside
(LS) slope. Metal cutoff wall. Service pole on the
waterside (WS) slope. (Permit No. 894, 1942 - Mary Anna
Richardson. Replaced at same location in 1961 under
Permit No. 3671, 1961 - Mary Anna Richardson).
[Additional Reference(s): DWR Levee Log, 1990].

Entry Last Updated : 4/17/2021
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008
Flood Control Project Maintenance
Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021
Knights Landing Ridge Drainage District
Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits

104 557 5.79 Fence Barbed Wire Land Side Barbed wire fence along landside toe. LEVEELOG
Entry Last Updated : 2/25/2020

62 574 574 Ramp Ramp Land Side Permit for ramp on the landward side at this location (App. GEILEVEELOG
9315-KLRDD). 9315
Entry Last Updated : 2/25/2020

63 576 5.76 UCIP Pipe Crossing DS_ID:19376 UCIPAPR2021
EP_NO: 12738 12738
Crossing Status: Found
FIELD_STRUCT_DESC: 10-inch coated steel irrigation
pipe through the levee, 4 feet below the crown. Pump on
the waterside (WS) bank, and siphon breaker on the WS
slope. Electrical service line parallel to pipe. Electrical
service line and pole at the landside (LS) toe. (Permit No.
12738-D, 1999 - Donald R. Newman [permit not found in
database]). Design drawings available in permit.
[Additional Reference(s): DWR Levee Log, 1990].
Entry Last Updated : 4/17/2021

106 577 5.77 Ramp Ramp Water Side Ramp on waterside slope. LEVEELOG
Entry Last Updated : 2/25/2020

66 577 5.77 Structure Bridge Water Side Old SPRR crossing, rails and bridge removed. Concrete GEILEVEELOG
abutment is all that is left. (App. 9309-SPRR). 9309
Entry Last Updated : 2/25/2020

108 578 5.78 Mark Bench Mark Water Side Bench mark on old SPRR bridge abutment. LEVEELOG
Entry Last Updated : 2/25/2020

69 579 5.79 Mark Bench Mark Water Side USACE benchmark on the waterward shoulder. GEILEVEELOG
Entry Last Updated : 2/25/2020

74 579 5.79 Fence Metal Water Side Fencing down the waterside slope. LEVEELOG
Entry Last Updated : 2/25/2020 9315

75 579 5.79 Fence Metal Land Side Fencing down the landside slope. LEVEELOG
Entry Last Updated : 2/25/2020 9315

147 579 579 Gate Metal Crown Access gate on the levee crown and fencing across the USACEINSPECT
waterside and landside embankments. (Permit No. 9315). 9315
Entry Last Updated : 2/25/2020

109 579 5.89 Fence Wood Land Side Wood fence within 15 feet of landside toe. LEVEELOG

Report Created : Monday, August 23, 2021 09:25

Entry Last Updated : 2/25/2020
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Log Report By Levee Mile - Updated 8/23/2021

Knights Landing Ridge Drainage District

NAO008

Waterway

Bank

Unit Miles Inspector

Unit No. 02 Knights Landing Ridge Cut

Left

Dustin
Sanoski

6.03

Entry
No

Levee Mile

Start

End

Category

Item

Location

Comment

Source

Permits

111

71

5.89

5.94

5.94

5.94

Fence

Ramp

Chain Link

Ramp

Land Side

Land Side

Chain link fence along landside toe.
Entry Last Updated : 2/25/2020

Ramp on the landward slope (App. 9315-KLRDD). Access
to State Highway 113.
Entry Last Updated : 9/21/2017

LEVEELOG

GEILEVEELOG
9315

112

68

5.94

6.03

5.94

6.03

Fence

Mark

Chain Link

Boundary

Crossing

Crown

Fence blocks access to end of levee. No crown roadway
for remainder of this levee.
Entry Last Updated : 2/25/2020

Entry Last Updated : 3/26/2020

LEVEELOG

LEVEELOG

76

7

Report Created : Monday, August 23, 2021 09:25

6.03

6.03

UcCIP

6.04 6.04 UCIP

Conduit

Pipe

Crossing

DS_ID:19387

EP_NO: 14033

Crossing Status: Indicator Found
FIELD_STRUCT_DESC: 2-inch galvanized iron fiber
optics conduit through the levee, 3 feet below the crown.
Pipe attached to downstream side of bridge. Fiber optics
line flagging found along roadway, 410 feet northwest of
bridge. (Permit No. 14033 [no permit details]). Design
drawings available in permit.

Entry Last Updated : 4/17/2021

DS_ID:19377

EP_NO: 9311

Crossing Status: Not Found

FIELD_STRUCT_DESC: *REMOVED* 1 of 2: 30-inch
corrugated metal drainage pipe inside a 3-foot by 5-foot
reinforced concrete box culvert through the levee, 8.5 feet
below the crown. Open drain for the highway. (Permit No.
9311, 1974 - State of California, Department of
Transportation [Caltrans], Division of Highways. Pipe
removed for replacement of bridge on 05/10/1995 under
Permit No. 16039, 1993 - State of California, Department
of Transportation [Caltrans]). [Additional Reference(s):
DWR Levee Log, 1990].

Entry Last Updated : 4/17/2021

UCIPAPR2021
14033

UCIPAPR2021
9311
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NAQO008
Flood Control Project Maintenance
Levee Inspections
Levee Log Report By Levee Mile - Updated 8/23/2021
Knights Landing Ridge Drainage District
Waterway Bank | Unit Miles Inspector
. . . . Dustin
Unit No. 02 Knights Landing Ridge Cut Left 6.03 Sanoski
Entry | LEVEE Mile Source
Noy Category Item Location Comment :
Start | End Permits
90  6.04 6.04 UCIP Pipe DS_ID:19403 UCIPAPR2021
EP_NO: 9311 9311

Report Created : Monday, August 23, 2021 09:25

Crossing Status: Not Found

FIELD_STRUCT_DESC: *REMOVED* 2 of 2: 36-inch
corrugated metal drainage pipe inside a 3-foot by 5-foot
reinforced concrete box culvert through the levee, 8.5 feet
below the crown. Open drain for the highway. (Permit No.
9311, 1974 - State of California, Department of
Transportation [Caltrans], Division of Highways. Pipe
removed for replacement of bridge on 05/10/1995 under
Permit No. 16039, 1993 - State of California, Department
of Transportation [Caltrans]). [Additional Reference(s):
DWR Levee Log, 1990].

Entry Last Updated : 4/17/2021
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